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1.    THE GENERAL CONTRACTOR SHALL NOTIFY THE ARCHITECTS OF ALL DISCREPANCIES 
BETWEEN CONSTRUCTION DOCUMENTS AND EXISTING CONDITIONS.

2.    THE GENERAL CONTRACTOR SHALL COMPLY WITH ALL FEDERAL, STATE,  AND LOCAL 
REGULATIONS THAT MAY APPLY TO THE CONSTRUCTION OF THE PROJECT.

3.    ALL WORK OF THIS PROJECT SHALL COMPLY WITH ACCEPTED BUILDING PRACTICES 
AND ALL CODE HAVING JURISDICTION OVER THIS PROJECT.

4.    REFER TO LIMITS OF WORK DRAWINGS FOR OVERALL DESCRIPTION OF WORK AREAS.

5.    THE GENERAL CONTRACTOR SHALL LEAVE THE PROJECT SITE AND ALL SURROUNDING 
AREAS IN FINAL CLEAR CONDITION INCLUDING THE REMOVAL OF ALL DEBRIS RESULTING 
FROM CONSTRUCTION.
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STORAGE OF MATERIALS AND TOOLS.

9.    ALL WRITTEN DIMENSIONS SHALL HAVE PRECEDENCE OVER ALL OTHERS. DO NOT 
SCALE DRAWINGS. IF THERE IS A QUESTION OR CONFLICT IN DIMENSIONS, NOTIFY THE 
ARCHITECT FOR CLARIFICATION.

10.  VERIFY FIELD CONDITIONS PRIOR TO COMMENCEMENT OF EACH PORTION OF THE 
WORK.  THE CONTRACT  DRAWINGS ARE COMPLIMENTARY AND WHAT IS REQUIRED BY ONE 
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14.  NO CHANGES OR SUBSTITUTIONS ARE ALLOWED UNLESS APPROVED BY THE OWNER.
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Basement Floor
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A-2.3
1/4" = 1'-0"

Proposed Rear Elevation
1/4" = 1'-0"

1
A-2.3

Proposed Rear
(West))

Elevation

First Floor

0'-0"

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

-12'-0"

12
'-0

"

T.O. Ridge

25'-4"

10
'-0

 1
/2

"

25
'-4

"

A A A A

G

CC

9

GENERAL NOTE: 

ALL TRIM (INCLUDING WATER TABLES, SILLS, 
CORNER BOARDS, RAKES, FASCIAS, SOFFITS) 
TO BE CELLULAR PVC BOARD.

BUILT-UP CORNER 1"X4" OVER 1/2" FLAT 
PANEL
(TYP)

EXISTING STRUCTURE w/
NEW EXTERIOR FINISHES

CONTINUOUS ALUMINUM
GUTTERS (PAINTED)

20" SOFFIT w/1x8 FASCIA

4 1/2" SQUARE MOLDING OVER
3/4" x6 1/2" FRIEZE BOARD

SMOOTH FACE CEMENT BOARD
SIDING @ 4" TO WEATHER

OVER WATERPROOFING
MEMBRANE

10" CONC. FOUNDATION
WALL W/ 12" X 24"
CONC. FOOTING MIN.
4'-0" BELOW FINISH GRADE

1x 3 OVER 1x8
( WATER TABLE TRIM TYP)

FINISH GRADE:
ALL GRADING SHOWN ON THE

ELEVATIONS ARE
DIAGRAMMATIC.

REFER TO SITE PLAN
PREPARED BY OTHERS FOR

FINAL GRADING.

7'
-1

1 
1/

2"
 R

.O
.

12

11.6

9'
-4

" 
R

.O
.

18
'-8

" 
R

.O
.

9'
-4

" 
R

.O
. SMOOTH FACE CEMENT BOARD 

SIDING @ 4" TO WEATHER 
OVER WATERPROOFING 
MEMBRANE

10" FIBERGLASS COLUMN

10
'-9

" 
R

.O
.

ASPHALT SHINGLE ROOF 
OVER WATERPRROF ROOF 
UNDERLAYEMNT 
SYSTEM - COVER ENTIRE 
ROOF. TYPICAL FOR ALL ROOF 
SURFACES

1
A-3.3

4
A-3.3

3
A-3.3

6" OVAL ALUMINUM
DOWNSPOUT (TYP)
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BB B

A A

JJ
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Proposed Right
(North)

Side Elevation

A-2.4
1/4" = 1'-0"

Proposed Right Side Elevation
1/4" = 1'-0"

1
A-2.4

First Floor

109.5'

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

97.5'

12
'-0

"
11

'-3
 1

/2
"

26
'-7

"

T.O. Ridge

26'-7"

25
'-4

"

T.O. Ridge

25'-4"

GENERAL NOTE: 

ALL TRIM (INCLUDING WATER TABLES, SILLS, 
CORNER BOARDS, RAKES, FASCIAS, SOFFITS) 
TO BE CELLULAR PVC BOARD.

BUILT-UP CORNER

1/2" SHEET w/ 1"x5" WRAP TO
CREATE FLAT PANEL

EXISTING STRUCTURE w/
NEW EXTERIOR FINISHES

CONTINUOUS ALUMINUM
GUTTERS (PAINTED)

20" SOFFIT w/1x8 FASCIA

4 1/2" SQUARE MOLDING OVER 
3/4" x6 1/2" FRIEZE BOARDSMOOTH FACE CEMENT BOARD

SIDING @ 4" TO WEATHER
OVER WATERPROOFING

MEMBRANE

10" CONC. FOUNDATION
WALL W/ 12" X 24"

CONC. FOOTING MIN.
4'-0" BELOW FINISH GRADE

1x 3 OVER 1x10
( WATER TABLE TRIM TYP)

FINISH GRADE:
ALL GRADING SHOWN ON THE 
ELEVATIONS ARE 
DIAGRAMMATIC.
REFER TO SITE PLAN 
PREPARED BY OTHERS FOR 
FINAL GRADING.
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9'
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R

.O
.

CEMENT BOARD SHINGLES @ 
5" TO WEATHER

NEW ENTRY VESTIBULE

12
10.212

10.2

ASPHALT SHINGLE ROOF 
OVER WATERPRROF ROOF 
UNDERLAYEMNT 
SYSTEM - COVER ENTIRE 
ROOF. TYPICAL FOR ALL ROOF 
SURFACES

2
A-3.3

4
A-3.3

TEMPERED WINDOW

3
A-3.3

3
A-3.3

9" 9"
9"

6" OVAL ALUMINUM
DOWNSPOUT (TYP)
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5'-11" 12'-9 1/2" 4'-2" 13'-8" 14'-4 1/2"

10'-8"
7'-7"

7'-7"
4'-10"

Existing Wentworth
Hall Panelization

A-2.5
AS NOTED

9 10 11 12 13

1 Front Elevation Panelization
3/16" = 1'-0"A-2.5

3 Left Elevation Panelization
3/16" = 1'-0"A-2.5

2 Right Elevation Panelization
3/16" = 1'-0"A-2.5

4 Panelization Key Plan
1/8" = 1'-0"A-2.5

6 7 8

3 5

1 2
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17
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22 23
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Existing
Wentworth Hall

12
'-7

"
4'

-5
"

8'
-4

"

REMOVE EXISTING SIDING & EXPOSE 
EXISTING SHEETHING

SOLID BLOCKING AT JOINT OF PANEL

3/8" PLYWOOD TACK-NAILED TO 
EXISTING PANEL FOR RELOCATION

SOLID BLOCKING AT JOINT OF PANEL

WALL PANELIZATION DETAIL
1-1/2" = 1'-0"
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Building
Perspectives

A-2.6
1/4" = 1'-0"

Rear & Right Side Perspective3
A-2.5

Front & Left Side Perspective1
A-2.5

Left & Rear Side Perspective2
A-2.5

Left & Front Side Perspective4
A-2.5

NOTE: 

PERSPECTIVES ARE FOR INFORMATION &
MASSING ONLY. REFER TO ELEVATIONS FOR 
ADDITIONAL INFORMATION.
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11'-1"

3"
3'

-4
 1
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3'-0"

Door & Window
Types

A-3.1
AS NOTED

3'-0"2"
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7'

-0
"

7'
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6'-0"

INTERIOR / (TYP) INTERIOR / (TYP)

1b

STAIR #1 & #2 / "C" RATED
2 HOUR RATED

ALARMED

INTERIOR / (TYP)

6 PANEL 6 PANEL 6 PANEL 6 PANEL 6 PANEL 6 PANEL

INTERIOR LIBRARY ENTRANCE /

GLASS PANEL GLASS PANEL

STAIR #1 EXTERIOR / (TYP)MAIN ENTRY / (TYP)LIBRARY EXTERIOR ENTRY / (TYP)

DOOR TYPES

SHOP DRAWINGS OF WINDOWS ARE TO BE PROVIDED PRIOR TO ORDERING.

ALL WINDOWS ARE TO IN ACCORDANCE WITH SPECIFICATIONS. PROVIDE SIMULATED DIVIDED LITE PATTERNS AS INDICATED.  ALL UNITS ARE TO BE BLACK CLAD. UNITS ARE TO HAVE 6 1/8" JAMB THICKNESS & WHITE HARDWARE WITH FACTORY PROVIDED SCREENS. INTERIOR OF UNIT IS TO BE FACTORY PRIMED WHITE AND FINISHED PAINTED.   ALL GLAZING IS TO BE LOW-E INSULATED GLASS WITH U-VALUE OF .30 OR BETTER. 

WINDOW TYPES

REFER TO FLOOR PLANS FOR TEMPERED WINDOW LOCATIONS

5'
-5

"
2'

-1
"

4"

7'
-0

"

4'-0"
2'-5"

5'
-5

"

3'-1"

4'
-5

"

2'-11"

3'
-5

"

2'-11"

2'
-1

1"

2'-0"

2'
-2

 1
/2

"

4'-5"

1'
-8

"

5'-3"

1'
-9

"

2'-11"

1'
-5

"

3'-0"

1'
-5

"

1'-6"

A B C D E F G H J K L

2"

2"
7'

-0
"

2"

2"
7'

-0
"

2'-6" 6'-0"

2"

2"
7'

-1
1"

6'-0" 2"

2"
7'

-1
1"

3'-0"

6

H
F F

97

K LJ

D

J

8

B

EA

G

C

D

7'
-1

"
1'

-9
"

1"
7'

-0
"

6" 5 1/2" 5 1/2"

1'
-9

"

6" 6" 9 1/2"9 7/8"

2'
-4

"
4"

4'
-5

"
1'

-9
"

3"
3"

2'-11" 2'-11"

9'-11 1/2"

9'
-4

"

1'
-5

"
6"

7'
-2

"9'
-1

"

1'-9 1/2" 3'-4 1/4" 1'-6"

4 1/4" 3 3/8"

7'-7 5/8"

2"
2"

2"

8'
-5

"

5 
1/

2"
7'

-1
1 

1/
2"

3'-11"

5 1/2" 5 1/2"

8'
-1

0 
1/

2"

1 1/2" 10'-10" 1 1/2"

5 1/2"5 1/2" 3'-0" 5 1/2" 5 1/2"

7'
-1

1 
1/

8"
9 

7/
8"

5 
3/

4"

6'-4 1/2"

5'-2 1/2"

6" 6"

1"1"

6" 4 1/2" 6"

2 
7/

8" 7"
7'

-0
 1

/2
"

1'
-8

 7
/8

"

5 
3/

4"
3"

1" 13'-10" 1"

7 1/2" 4" 4" 7 1/2"

11" 4'-0"4'-0"11"4'-0"

15'-3"

5'
-6

 1
/8

"
7"

5 
3/

4"

6" 6"

3'-1"

1"1"

2 
7/

8"

4'-3"

2'
-9

 1
/8

"
4'

-5
 1

/2
"

1" 9'-5"

2'-11" 2'-11" 2'-11"

1'-6 3/4" 4" 4" 1'-6 3/4"

1"

5 
3/

4"
3"

7" 2 
7/

8"

12'-8 1/2"

1'
-7

 3
/4

"

4'-0"

2'-11"

2'
-8

"

3'
-5

 1
/2

"

3'
-1

 1
/2

"

2"

5'-4"

2"

5 
3/

4"1'
-8

 7
/8

"

7 1/2" 5 3/4" 5 3/4" 7 1/2"

1'
-7

 3
/4

"

2'-11"

2'-11" 1'-4 3/4" 2'-11" 1'-4 3/4" 2'-11"

1" 11'-6 1/2" 1"

3"
2 

7/
8"

7"

12'-11 1/2"

ALL EXTERIOR TRIM IS TO BE CELLULAR PVC TRIM 
PROFILES SHOWN ARE TO BE 5/4" THICK MINIMUM. HEADERS ARE TO BE 6/4" THICK
ALL SILLS TO BE HISTORIC PROFILE

ALL INTERIOR DOORS ARE TO BE 1-3/4" THICK SOLID CORE MDF RAIL AND STILE

DOOR FRAMES ARE TO BE RATED THE SAME AS DOOR TYPE
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2x12 FRAMING @ 16" O.C.
W/ R-49 SPRAY FOAM

INSULATION

5/8" ROOF SHEATHING

WIND BAFFLE

ASPHALT SHINGLE ROOFING
OVER WATERPRROF ROOF

UNDERLAYMENT (TYP)

SIMPSON HURRICANE TIE
@ RAFTER CONNECTIONS

First Floor

 

Basement

 

T.O. Ceiling

 

15
'-3

 1
/2

"
12

'-0
"

CONTINUOUS ALUMINUM
GUTTERS (PAINTED)

1x8 FASCIA

20"  SOFFIT

2x6 FRAMING @ 16" O.C.
w/ R-21  INSULATION

SEE ELEVATION FOR FINISH

TYVEK OVER 1/2" EXT. GRADE
PLYWOOD

FINISH GRADE

FILTER FABRIC
SURROUNDING
RIVER GRAVEL

12" CONC. FOUNDATION WALL (EXISTING)

REFER TO ELEVATIONS
FOR EXTERIOR FINISH

FINISH FLOOR OVER
3/4" T&G PLYWOOD SUBFLOOR

 FLOOR FRAMING
W/ R38 SPRAY FOAM 
INSULATION WHERE
UNFINISHED

CEILING JOISTS

1/2" DRYWALL OVER
1x3 FURRING STRIPS

CONT. PERFORATED
PERIMETER DRAIN

REFER TO
ELEVATIONS
FOR ALL
ROOF PITCHES

FLUID APPLIED ELASTOMERIC
WATERPROOF MEMBRANE WITH DIMPLED
DRAINAGE MEMBRANE WITH GEOTEXTILE

FABRIC

SIDING OVER WATER
RESISTANT AIR BARRIER (TYP)

NEW CONCRETE SLAB OVER 12 MIL 
REINFORCED SOIL BARRIER
WITH SEALED SEAMS OVER 2" RIGID 
INSULATION

5/8" TYPE X GWB UNPAINTED

1"X3" OVER 1"X10" WATER TABLE
(TYP)

R49 CLOSED CELL SPRAY FOAM 
INSULATION

Schedules & Typ.
Building Section

A-3.2
AS NOTED

ROOM NAME

SOUTH

ROOM
NO.

001

NORTH EAST

FLOOR WALLSBASE

WEST

CEILING

REMARKS

FINISH SCHEDULE

101 ENTRY HALL

002

102 LIBRARY

103 PERIODICALS

104 OFFICE

105 BOOK DROP-OFF

106 UNISEX BATHROOM

107

108 RECEPTION

109 INTERN WORK SPACE

110 OFFICE #1

GWBGWB

ACT

GWBGWBGWB GWB

 CARPET GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

TILE GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

ELEVATOR MACHINE ROOM

111

OFFICE #3

GWBGWBGWB GWB

112 GWBGWBGWB GWB

OFFICE #2

003

004

005

006

007

008

009

010

011

012

013

OFFICE #4113 GWBGWBGWB GWB

CONFERENCE114 GWBGWBGWB GWB

COPY ROOM115 GWBGWBGWB GWB

GWB GWB

GWB

GWB

GWBGWBGWBGWB GWBSTAIR #1

GWBGWBGWBGWB GWBSTAIR #2

UNISEX BATHROOM TILE

HALL116 GWBGWBGWB GWB

FILE STORAGE117 GWBGWBGWB GWB

STORAGE118 GWBGWBGWB GWB

JANITORIAL CLOSET119 GWBGWBGWB GWBTILE

UNFINISHED BASEMENT

VCT

VCT

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

TILE

TILE

VINYL

VINYL

VINYL

VINYL

VINYL

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

TILE

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

Typical Building Section
NOT TO SCALE

1
A-3.2

SIZE

1

LOCATION /
TYPE

DOOR SCHEDULE

DOOR
NO.

HEAD

DETAILS

JAMB

REMARKS

WOOD

NOTE:

SHOP DRAWINGS OF DOORS ARE TO BE PROVIDED PRIOR TO ORDERING.

2

3

4

5

6

7

8

3'-0"x7'-0"INTERIOR / (TYP)

EXTERIOR / LIBRARY

EXTERIOR / ENTRY HALL

EXTERIOR / STAIR #2

EXTERIOR / STAIR #1

WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

PAIR

PAIRINTERIOR / (TYP)

"C" LABEL ALARMED DOOR

3'-0"x7'-0"

INTERIOR / (TYP)

INTERIOR / (TYP)

(2) 2'-6"x7'-0"

(2) 3'-0"x7'-0"

3'-0"x7'-2" w/1'-6" SIDE LITE ENTRY

3'-0"x7'-0" ENTRY

3'-0"x7'-0" ENTRY

3'-0"x7'-11" ENTRY

INTERIOR / (TYP) PAIR(2) 3'-0"x7'-11"

9

WOOD WOOD3'-0"x7'-11" w/2'-0" SIDE LITES ENTRYINTERIOR / LIBRARY10

"B" LABEL DOOR AND FRAME
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2x12 FRAMING @ 16" O.C.
W/ R-49 SPRAY FOAM

INSULATION

5/8" ROOF SHEATHING

WIND BAFFLE

ASPHALT SHINGLE ROOFING
OVER WATERPRROF ROOF

UNDERLAYMENT (TYP)

SIMPSON HURRICANE TIE
@ RAFTER CONNECTIONS

First Floor

 

Basement

 

T.O. Ceiling

 

15
'-3

 1
/2

"
12

'-0
"

CONTINUOUS ALUMINUM
GUTTERS (PAINTED)

1x8 FASCIA

20"  SOFFIT

2x6 FRAMING @ 16" O.C.
w/ R-21  INSULATION

SEE ELEVATION FOR FINISH

TYVEK OVER 1/2" EXT. GRADE
PLYWOOD

FINISH GRADE

FILTER FABRIC
SURROUNDING
RIVER GRAVEL

12" CONC. FOUNDATION WALL (EXISTING)

REFER TO ELEVATIONS
FOR EXTERIOR FINISH

FINISH FLOOR OVER
3/4" T&G PLYWOOD SUBFLOOR

 FLOOR FRAMING
W/ R38 SPRAY FOAM 
INSULATION WHERE
UNFINISHED

CEILING JOISTS

1/2" DRYWALL OVER
1x3 FURRING STRIPS

CONT. PERFORATED
PERIMETER DRAIN

REFER TO
ELEVATIONS
FOR ALL
ROOF PITCHES

FLUID APPLIED ELASTOMERIC
WATERPROOF MEMBRANE WITH DIMPLED
DRAINAGE MEMBRANE WITH GEOTEXTILE

FABRIC

SIDING OVER WATER
RESISTANT AIR BARRIER (TYP)

NEW CONCRETE SLAB OVER 12 MIL 
REINFORCED SOIL BARRIER
WITH SEALED SEAMS OVER 2" RIGID 
INSULATION

5/8" TYPE X GWB UNPAINTED

1"X3" OVER 1"X10" WATER TABLE
(TYP)

R49 CLOSED CELL SPRAY FOAM 
INSULATION

Schedules & Typ.
Building Section

A-3.2
ALT

AS NOTED

ROOM NAME

SOUTH

ROOM
NO.

001

NORTH EAST

FLOOR WALLSBASE

WEST

CEILING

REMARKS

FINISH SCHEDULE

101 ENTRY HALL

MECHANICAL

002

102 LIBRARY

103 PERIODICALS

104 OFFICE

105 BOOK DROP-OFF

106 UNISEX BATHROOM

107

108 RECEPTION

109 INTERN WORK SPACE

110 OFFICE #1 ENGINEERED LUMBER

GWB WOOD GWBGWBGWB GWB

WOOD GWBWOOD GWBGWBGWB GWB
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WOOD GWBWOOD GWBGWBGWB GWB

WOOD GWBWOOD GWBGWBGWB GWB

WOOD GWBTILE GWBGWBGWB GWB

WOOD GWBGWBGWBGWB GWB

WOOD GWBWOOD GWBGWBGWB GWB

WOOD GWBWOOD GWBGWBGWB GWB

WOOD GWBWOOD GWBGWBGWB GWB

ELEVATOR MACHINE ROOM

111

OFFICE #3 5/8" TYPE "X" GWB

GWBGWBGWBGWB GWB

112 GWBGWBGWBGWB GWB

WOODWOODOFFICE #2

003

004

005

006

007

008

009

010

011

012

013

WOODWOOD

OFFICE #4113 GWBGWBGWBGWB GWBWOODWOOD

CONFERENCE114 GWBGWBGWBGWB GWBWOODWOOD

COPY ROOM115 GWBGWBGWBGWB GWBWOODWOOD

MULTIPURPOSE SPACE

GWB WOOD GWBGWBGWB GWBCOFFEE BAR

GWB WOOD GWBGWBGWB GWBSTAFF ROOM/ CLASSEOOM

GWBTILE GWBGWBGWB GWBUNISEX BATHROOM

GWBGWBGWBGWB GWB

GWBGWBGWBGWB GWB

GWB WOOD GWBGWBGWB GWBFINISHED STORAGE

GWB WOOD GWBGWBGWB GWBHALL

GWB WOOD GWBGWBGWB GWBFINISHED STORAGE

GWBGWBGWBGWB GWBSTAIR #1

GWBGWBGWBGWB GWBSTAIR #2

TILEUNISEX BATHROOM

TILEUNISEX BATHROOM

UNISEX BATHROOM TILE

HALL116 GWBGWBGWBGWB GWBWOODWOOD

FILE STORAGE117 GWBGWBGWBGWB GWBWOODWOOD

STORAGE118 GWBGWBGWBGWB GWBWOODWOOD

JANITORIAL CLOSET119 GWBGWBGWBGWB GWBWOODTILE

Typical Building Section
NOT TO SCALE

1
A-3.2

SIZE

1

LOCATION /
TYPE

DOOR SCHEDULE

DOOR
NO.

HEAD

DETAILS

JAMB

REMARKS

WOOD

NOTE:

SHOP DRAWINGS OF DOORS ARE TO BE PROVIDED PRIOR TO ORDERING.

2

3

4

5

6

7

8

3'-0"x7'-0"INTERIOR / (TYP)

EXTERIOR / LIBRARY

EXTERIOR / ENTRY HALL

EXTERIOR / STAIR #2

EXTERIOR / STAIR #1

WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

WOOD WOOD

PAIR

PAIRINTERIOR / (TYP)

"C" LABEL ALARMED DOOR

3'-0"x7'-0"

INTERIOR / (TYP)

INTERIOR / (TYP)

(2) 2'-6"x7'-0"

(2) 3'-0"x7'-0"

3'-0"x7'-2" w/1'-6" SIDE LITE ENTRY

3'-0"x7'-0" ENTRY

3'-0"x7'-0" ENTRY

3'-0"x7'-11" ENTRY

INTERIOR / (TYP) PAIR(2) 3'-0"x7'-11"

9

WOOD WOOD3'-0"x7'-11" w/2'-0" SIDE LITES ENTRYINTERIOR / LIBRARY10

 ALTERNATE

ROOM NAME

SOUTH

ROOM
NO.

001

NORTH EAST

FLOOR WALLSBASE

WEST

CEILING

REMARKS

FINISH SCHEDULE

101 ENTRY HALL

002

102 LIBRARY

103 PERIODICALS

104 OFFICE

105 BOOK DROP-OFF

106 UNISEX BATHROOM

107

108 RECEPTION

109 INTERN WORK SPACE

110 OFFICE #1

GWB

ACT

GWBGWBGWB GWB

 CARPET GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

TILE GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

ELEVATOR MACHINE ROOM

111

OFFICE #3

GWBGWBGWB GWB

112 GWBGWBGWB GWB

OFFICE #2

003

004

005

006

007

008

009

010

011

012

013

OFFICE #4113 GWBGWBGWB GWB

CONFERENCE114 GWBGWBGWB GWB

COPY ROOM115 GWBGWBGWB GWB

GWB

GWBGWBGWBGWB GWBSTAIR #1

GWBGWBGWBGWB GWBSTAIR #2

UNISEX BATHROOM TILE

HALL116 GWBGWBGWB GWB

FILE STORAGE117 GWBGWBGWB GWB

STORAGE118 GWBGWBGWB GWB

JANITORIAL CLOSET119 GWBGWBGWB GWBTILE

VCT

VCT

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

VINYL

TILE

TILE

VINYL

VINYL

VINYL

VINYL

VINYL

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

TILE

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

 CARPET

VCT

VCT

VINYL

VINYL

TILE

TILE TILE

TILE

TILE TILE

VCT

VCT

VCT

VCT

VINYL

VINYL

VINYL

VINYL

VINYLSEALED CONCRETE

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACT

ACTVINYLSEALED CONCRETE001 MECHANICAL

004

005

006

007

008

009

010

011

012

013

COFFEE BAR

STAFF ROOM/ CLASSROOM

UNISEX BATHROOM

FINISHED STORAGE

HALL

FINISHED STORAGE

STAIR #1

STAIR #2

UNISEX BATHROOM

UNISEX BATHROOM

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWBGWBGWB GWB

GWB

2"X4" WOOD STUD @ 16" OC WITH R15 
CLOSED CELL SPRAY 
FOAM INSULATION, 6 MIL VAPOR 
BARRIER AND 5/8" TYPE X GWB

BASEMENT DOORS, TRIM AND HARDWARE ARE TO BE INCLUDED IN ALTERNATE # 3

INCLUDE IN ALTERNATE #3

BASEMENT ROOMS ARE TO BE FINISHED IN ALTERNATE #3
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Misc. Details

A-3.3
1" = 1'-0"

Rake Elevation
1" = 1'-0"

2

A-3.3

Extended Rake Detail
1" = 1'-0"

5

A-3.3

1x8 FASCIA
BOARD

ROOFING
SHINGLES

1x10 TRIM BOARD

2x10 BARGE 
CONST.

1x4 BLOCKING

2x6 GABLE
END WALL

ROOF RAFTERS

ALUMINUM
FLASHING

ALUMINUM 
DRIP EDGE

GUTTER

DRIP EDGE
Ø 80'-0"

12"

5/4  X 10 RAKE FRIEZE BOARD

1x10 RAKE BOARD

Soffit Detail
1" = 1'-0"

1

A-3.3

Porch Roof Detail
1" = 1'-0"

3

A-3.3

BLOCKING
AS REQUIRED

BEAD BOARD CEILING

1x12 TRIM

1x12 FASCIA

GUTTER

2x8 DECK JOIST

60 MIL EPDM ROOFING,
3/4" PLYWOOD And 2x

SLEEPERS PITCH 1/8"per FOOT
(1" MIN. THICKNESS )

AZEK RAIL SYSTEM

1x8 TRIM BOARD

1x4 SOFFIT

FINISH GRADE

Mud Sill Detail
1" = 1'-0"

4

A-3.3

First Floor
109.5'

T.O. SLAB
97.5'

12
'-0

"

FILTER FABRIC
SURROUNDING
RIVER GRAVEL

EXISTING CONC. FOUNDATION WALL

1x 3 OVER 1x10
CULLULAR PVC WATER TABLE TRIM TYP)

FINISH FLOOR OVER
3/4" T&G PLYWOOD SUBFLOOR

 FLOOR FRAMING
W/ R38 INSULATION WHERE
UNFINISHED

CONT. PERFORATED
PERIMETER DRAIN

FOUNDATION WATERPROOFING SYSTEM

ROOFING SHINGLES

LINE OF
ALUMINUM

FLASHING

1x8 FASCIA BOARD

ALUMINUM GUTTER

ALUMINUM DRIP EDGE (TYP)

1x4 TRIM

1x10 EXTENDED RAKE BOARD

12

11 1/2

20" SOFFIT

3/4"x6 1/2" FRIEZE BOARD

4 1/2" SQUARE MOLDING

1'-6 1/2"

1'-2"

4"
2"

2"

ALL EXTERIOR TRIM IS TO BE CELLULAR PVC, PAINTED

1X4 TRIM BOARD

NEW CONCRETE SLAB OVER 12 MIL
REINFORCED SOIL BARRIER WITH 
SEALED SEAMS 
OVER 2" RIGID INSULATION (TYP)
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Section A-A

A-3.4
1/4" = 1'-0"

Section A-A
1/4" = 1'-0"

1
A-3.4

T.O. RIDGE

33'-10.5"

First Floor

0'-0"

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

-12'-0"

12
'-0

"

T.O. Ridge

25'-4"

10
'-0

 1
/2

"

25
'-4

"

T.O. Ridge

26'-7"

26
'-7

"

B
A-3.5

B
A-3.5

C
A-3.6

C
A-3.6

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE 
FOUNDATION(TYP.)

Conference Room
Reading Room Story Telling

Office #3

Elevator
Shaft

Entry

PAINTED GWB (TYP.)PAINTED GWB (TYP.)
PAINTED GWB (TYP.)

PAINTED GWB (TYP.)

PAINTED GWB (TYP.)

12
'-1

"

9'
-6

"

8'
-5

"

8'
-5

"

11'-0"

10
'-0

"

12
'-0

"

12" FIBERGLASS INULATION
ABOVE CEILING

29'-8"

14
'-3

"

PAINTED WOOD
WINDOW CASING
& SILL

PAINTED WOOD DOOR
& DOOR FRAME

4'-0"2'-0"9'-7 1/2"

10
'-5

 5
/8

"

SEALED CONCRETE

SEE A-3.7

CARPET TYPE 2

CARPET TYPE 1CARPET TYPE 3CARPET TYPE 3

9'
-4

"

5/8" GWB CEILING

5/8" GWB CEILING5/8" GWB CEILING

13
'-7

"

2'x2' ACT TILE

PAINTED GWB
CEILING

2'x2' ACT TILE

R49 CLOSED CELL 
SPRAY FOAM INSULATION

R49 CLOSED CELL 
SPRAY FOAM INSULATION

R49 CLOSED CELL 
SPRAY FOAM INSULATION

SEALED CONCRETE

PAINTED WOOD DOOR
& DOOR FRAME

Unfinished BasementUnfinished Basement

7'-0"
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Section A-A

A-3.4
ALT

1/4" = 1'-0"

Section A-A
1/4" = 1'-0"

1
A-3.4

T.O. RIDGE

33'-10.5"

First Floor

0'-0"

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

-12'-0"

12
'-0

"

T.O. Ridge

25'-4"

10
'-0

 1
/2

"

25
'-4

"

T.O. Ridge

26'-7"

26
'-7

"

B
A-3.5

B
A-3.5

C
A-3.6

C
A-3.6

ALTERNATE

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE 
FOUNDATION(TYP.)

Storage

INCLUDED IN BASE BID

Multipurpose Room StorageUnisex
Bathroom

Unisex
Bathroom

Unisex
Bathroom

PAINTED GWB (TYP.) PAINTED GWB (TYP.) PAINTED GWB (TYP.) PAINTED GWB (TYP.)
SEE A-2.6 SEE A-2.6 SEE A-2.6

PAINTED WOOD DOOR
& DOOR FRAME

10
'-5

 5
/8

"

6'-0" 6'-0" 6'-0"

10
'-5

 5
/8

"

5'-8 1/8" 27'-11" 7'-1 1/2"

SEALED CONCRETE

12"x12" FLOOR TILE 12"x12" VINYL 
FLOOR TILE

INSTALL BATH 
ACCESSORIES 
INCLUDE SOLID 
BLOCKING TO 
WITHSTAND 250 LB. 
(TYPE)
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Section B-B

A-3.5
1/4" = 1'-0"

Section B-B
1/4" = 1'-0"

1
A-3.5

A
A-3.4

A
A-3.4

First Floor

109.5'

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

97.5'

12
'-0

"

T.O. Ridge

26'-7"

11
'-3

 1
/2

"

26
'-7

"

LibraryPeriodicals

PAINTED GWB (TYP.)PAINTED GWB
(TYP.)

PAINTED GWB (TYP.)

7'
-9

"
1'

-9
"

1/4" THICK FIXED GLAZING
WITH 1"X4" WOOD FRAME
PAINTED(TYP.)

14
'-3

"

13
'-7

"

5/8" GWB CEILING

2'x2' ACT TILE

2'x2' ACT TILE

10
'-0

"

12'-3 1/4" 44'-1 1/4"

10
'-9

"

9'
-6

"

9'
-6

"

9'
-6

"

12
'-1

"

5/8" GWB CEILING

R49 CLOSED CELL 
SPRAY FOAM INSULATION

CARPET TYPE 1CARPET TYPE 1VCT TILE

PAINTED WOOD DOOR
& DOOR FRAME

SEALED CONCRETE

Unfinished Basement

56'-2 7/8"10
'-5

 5
/8

"

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE FOUNDATION(TYP.)
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Section B-B

A-3.5
ALT

1/4" = 1'-0"

Section B-B
1/4" = 1'-0"

1
A-3.5

A
A-3.4

A
A-3.4

First Floor

109.5'

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

97.5'

12
'-0

"

T.O. Ridge

26'-7"

11
'-3

 1
/2

"

26
'-7

"

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE FOUNDATION(TYP.)

ALTERNATE

Coffee Bar

Multipurpose Space

PAINTED GWB (TYP.)
PAINTED GWB (TYP.)

12"x12" VINYL 
FLOOR TILE

10
'-0

"

2'x2' ACT TILE

55'-10 3/8"

PAINTED WOOD DOOR
& DOOR FRAME

PAINTED WOOD DOOR
& DOOR FRAME

INCLUDED IN BASE BID
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Section C-C

A-3.6
1/4" = 1'-0"

Section C-C
1/4" = 1'-0"

1
A-3.6

A
A-3.4

A
A-3.4

First Floor

109.5'

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

97.5'

12
'-0

"

T.O. Ridge

25'-4"

10
'-0

 1
/2

"

25
'-4

"

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE FOUNDATION(TYP.)

StorageIntern Work
Space Conference Room Office #4

Elevator Machine Room

PAINTED GWB (TYP.) PAINTED GWB (TYP.) PAINTED GWB (TYP.)

12" FIBERGLASS INULATION
ABOVE CEILING

12" FIBERGLASS INULATION
ABOVE CEILING

R49 CLOSED CELL 
SPRAY FOAM INSULATION

10
'-0

"12
'-0

"

10
'-0

"

13'-0"14'-5 3/4"3'-1 1/2"6'-3 1/4"10'-1 1/2"

CARPET TYP 3 CARPET TYP 3CARPET TYP 3

PAINTED WOOD DOOR
& DOOR FRAME

PAINTED WOOD DOOR
& DOOR FRAME

2'x2' ACT TILE2'x2' ACT TILE2'x2' ACT TILE

PAINTED WOOD 
DOOR & DOOR 
FRAME

SEALED CONCRETE

Unfinished Basement

23'-11 3/4"5'-1 1/2"

10
'-5

 5
/8

"

9'-1 1/8"
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Section C-C

A-3.6
ALT

1/4" = 1'-0"

Section C-C
1/4" = 1'-0"

1
A-3.6

A
A-3.4

A
A-3.4

First Floor

109.5'

T.O. Ceiling

15'-3 1/2"

15
'-3

 1
/2

"

T.O. SLAB

97.5'

12
'-0

"

T.O. Ridge

25'-4"

10
'-0

 1
/2

"

25
'-4

"

CONTRACTOR IS TO EXCAVATE THE 
EXISTING 5 FEET OF FROST 
PROTECTION BACKFILL, WATERPROOF THE 
EXISTING FOUNDATION WALL AND COMPLETELY
BACKFILL THE ENTIRE PERIMETER OF THE FOUNDATION(TYP.)

Unisex Bathroom Elevator Machine RoomFlex-Space

PAINTED GWB (TYP.) SEE A-2.6

12"x12" VINYL 
FLOOR TILE

12"x12"  
FLOOR TILE

10
'-0

"

2'x2' ACT TILE

PAINTED WOOD DOOR
& DOOR FRAME

PAINTED WOOD 
DOOR & DOOR 
FRAME

23'-11 3/4" 9'-1 1/8"

INCLUDED IN BASE BID

ALTERNATE
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Section E-E
1/4" = 1'-0"

2
A-3.6A

First Floor

0'-0"

T.O. Ceiling

11'-0"

11
'-0

"

T.O. SLAB

-12'-0"

12
'-0

"

T.O. Ridge

23'-11.5"

12
'-1

1 
1/

2"

First Floor

0'-0"

T.O. Ceiling

15'-0"

15
'-0

"

T.O. SLAB

-12'-0"

12
'-0

"

T.O. Ridge

27'-0"

12
'-0

"

12
9

11
'-1

 1
/2

"

12

12

60 MIL EPDM
ROOFING
PITCH 1/4"/1'-0"

EXTENDED
60 MIL EPDM
VERTICALLY 48" 

2x12 FRAMING @ 16" O.C.
W/R49 SPRAY FOAM INSULATION

R49 SPRAY FOAM INSULATION

6 1/2"

5 1/2"

1'
-1

 3
/8

"

12
'-1

 3
/4

"

10
'-8

 3
/8

"

10'-0"  Mechanical Well 30'-8"32'-5"2'-0"
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OPENINGS IN SLABS AND WALLS LESS THAN 12 INCHES SQUARE ARE NOT
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